15012 4" CW MAIN ENTERS FROM BELOW SLAB THIS FLOOR ONLY AND ROUTES UP TO RISER ROOM ABOVE - NORTHEAST CONCESSIONS, 4" MAIN WILL ENTER DIRECTLY UNDER RISER ROOM AND TURN UP. 2" VENT UP SEE SHEET EH1 P151 FOR CONT.

COMM CLOSET COMM

3/4" T204 T205

3" T204 CLOSET

GCO

2" T205 BREAK ROOM

HAWC

T201

MCCARTY HOLSAPLE MCCARTY ARCHITECTS & INTERIOR DESIGNERS

550 W. MAIN STREET, SUITE 300
KNOXVILLE, TENNESSEE  37902
CONTACT: DOUG MCCARTY
EMAIL: DMcCarty@mhminc.com
TELEPHONE: (865) 544-2000
FACSIMILE: (865) 544-0402
INTERNET: mhminc.com

PROJECT INFORMATION
CONTRACT: SBC - 166/005-02-2013
NEW FOOTBALL STADIUM - EAST TENNESSEE STATE UNIVERSITY


© McCarty Holsaple McCarty, Inc.
Do NOT scale drawings, use given dimensions only.
If not shown, verify correct dimension with ARCHITECT.
Contractor shall check and verify all dimensions and conditions at job site.

CONSULTANT INFORMATION
CODES OFFICIAL REVIEW

KEY PLAN:

REVISION INFORMATION
No. Date Description
1 2/12/2016 MISC. Revisions
2 4/1/2016 Addendum 10

DRAWING INFORMATION
SCALE:
1/8" = 1'-0" SCALE GUIDE:

DRAWING TITLE:
TURF MAINTENANCE WASTE & WATER PLAN
DRAWING NO:
P150

DRAWN BY: SGP
CHECKED BY: JMK/LTH

DWG ISSUED: 12.30.15
PRJ MGR: S. WEBB
PA / PC: S. BUTCHER / C. MOELLENDICK

WALL LEGEND:

NEW 1HR. WALL
NEW 2HR. WALL

TURF MAINTENANCE DOM. WATER PLAN
TURF MAINTENANCE SANITARY SEWER PLAN

1 2

1/8" = 1'-0"